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PRE-ENGINEERED SYSTEM SHOP DRAWING ONLY – NOT TO SCALE

PYRO CHEM PCL WET CHEM 
SYSTEM PCL 300

THIS SYSTEM UTILIZES 9 of 10 POINTS

15"x15"
DUCT WORK

2D

PYRO 
CHEM

PCL 300

10 FT HOOD BY OTHERS

ALL HOOD PENETRATIONS 
TO BE SEALED LIQUID 
TIGHT WITH UL DEVICE

CONNECTION TO MAKE UP AIR FAN, SHUT DOWN UPON ACTIVATION 
(CONNECTION BY OTHERS)

CONNECTION TO HORN STROBE / AUDIBLE DEVICE OR F.A.C.P. ACTIVATES 
UPON SYSTEM DISCHARGE (SUPPLIED & INSTALLED BY OTHERS)

MAXIMUM PIPE VOLUME NOT TO EXCEED – 1910 ML
SEE PIPING REQUIREMENTS AND LIMITATIONS ON PAGE 2

CLASS K WET CHEMICAL EXTINGUISHER

SHALL BE INSTALLED 42" - 48" ABOVE THE 
FINISHED FLOOR – WITHIN 30 FT TRAVEL DISTANCE 
OF THE COOKING EQUIPMENT

HAZARD QTY NOZZLE PTS TOTAL

MIN Nozzle 

Height

MAX Nozzle 

Height

24" FLAT GRIDDLE 2 1H 1 2 24 48

14"x14" FRYERS 2 2H 2 4 24 48

DUCT 1 2D 2 2

PLENUM 1 1H 1 1

TOTAL 9

NOZZLE TABLE

100" PERIMETER MAX

10 FT LENGTH MAX

HS  
AD

MU

REMOTE PULL BOX

2H

TWO - 14"x14"
FRYERS

24"
FLAT GRIDDLE

2H

1H

24"/48"
24"/48"

REMOTE PULL STATION

SHALL BE INSTALLED 42" - 48" ABOVE THE FINISHED FLOOR AND A DISTANCE OF 
AT LEAST 10FT FROM THE HAZARD BUT NOT MORE THAN 20FT.  IT SHALL BE 
INSTALLED IN THE PATH OF EXIT AND REQUIRE A MAXIMUM FORCE OF 40 LBS 
AND A MAXIMUM MOVEMENT OF 14" FOR ACTUATION

MECHANICAL GAS VALVE
REQUIRES MANUAL RESET
INSTALLED BY OTHERS

450450
FUSIBLE LINK TEMPERATURE 
SELECTION SHALL BE PER THE 
PYROCHEM INSTALLATION MANUAL 
RECOMMENDATIONS – SEE PAGE 3 
FOR DETAILS ON LINK TEMPERATURE 
GUIDLINES  

450

BREADING
STATION

24"/48"

3/8" Ø PIPE

450

24"
FLAT GRIDDLE

1H1H
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GENERAL NOTES:

1.  SYSTEM SHALL BE PRE-ENGINEERED 

2.  SYSTEM SHALL BE MANUFACTURED BY PYROCHEM INC.

3.  PYROCHEM SYSTEMS HAVE THE FOLLOWING LISTINGS AND APPROVALS:

UNDERWRITERS LABORATORIES INC, UL 300 / UL 1254, UL EX 3830

4.  SYSTEM TEMPERATURE LIMITATIONS – 32F MIN / 120F MAX

5.  INSTALLATION REQUIREMENTS, NOZZLE LIMITATIONS AND DESIGN  
     CRITERIA   SHALL COMPLY WITH THE PYROCHEM INC. TECHNICAL MANUAL     
     AND ALL  ADDENDUMS AS PUBLISHED BY PYROCHEM INC. 

6.  PIPE AND FITTINGS SHALL BE SCHEDULE 40 BLACK, CHROME PLATED OR
     STAINLESS.  GALVANIZED PIPE SHALL NOT BE USED. 

7.  ALL REQUIRED ELECTRICAL WORK SHALL BE PERFORMED BY OTHERS AND IS 
     NOT INCLUDED ON THIS SHOP DRAWING.

8.  ALL REQUIRED PLUMBING WORK SHALL BE PERFORMED BY OTHERS AND IS 
    NOT INCLUDED ON THIS SHOP DRAWING

ALL PENETRATIONS TO THE HOOD 

SHALL BE SEALED WITH AN 

APPROVED QUICK SEAL DEVICE
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PLENUM – 1H NOZZLE
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